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PROPOSED ROAD (AS PER SPEN SPECIFICATION 
SUB-03-34)

PROPOSED FOOTPATH (AS PER SPEN SPECIFICATION 
SUB-03-34)

PROPOSED FOOTPATH - ASPHALT

PROPOSED STONE COMPOUND AREA (AS PER SPEN 
SPECIFICATION SUB-03-34)

PROPOSED NEW FOUNDATIONS

PROPOSED PERMEABLE PAVING

PROPOSED KERB - HALF BATTER

PROPOSED KERB - 125mm FLUSH EDGE

PROPOSED KERB - 50mm FLUSH EDGE

PROPOSED KERB - TRANSITION

NOTES:

1. DO NOT SCALE FROM THIS DRAWING.
2. ALL DIMENSIONS ARE IN MILLIMETRES UNLESS NOTED

OTHERWISE.
3. THIS DRAWING SHOULD BE READ IN CONJUNCTION WITH

ALL OTHER RELEVANT ARCHITECTURAL AND ENGINEERING
DETAILS, DRAWINGS AND SPECIFICATIONS.

4. DETAILS AND POSITIONS OF ALL EXISTING SERVICES TO BE
CONFIRMED PRIOR TO THE COMMENCEMENT OF WORKS ON
SITE.

5. DRAWING TO BE PRINTED IN COLOUR.

PROPOSED FENCE

EARTHWORKS (CUT) FROM SITE BOUNDARY 
TO EXISTING GROUND LEVEL. INDICATIVE ONLY - EXTENT
AND MAXIMUM ALLOWABLE GRADIENT TO BE 
CONFIRMED.

EARTHWORKS (FILL) FROM SITE BOUNDARY TO 
EXISTING GROUND LEVEL. INDICATIVE ONLY - EXTENT 
AND MAXIMUM ALLOWABLE GRADIENT TO BE 
CONFIRMED.
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CUMBERNAULD SUBSTATION 
PROPOSED EXTERNAL WORKS LAYOUT
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PROPOSED CONTROL BUILDING
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P02 09/07/2026 CC LB RH CORE PATH LEADER ADDED, DIESEL GENERATOR ADDED, FENCE REMOVED

EXISTING UNDERGROUND CABLES

NEW UNDERGROUND CABLES

P03 17/08/2026 CC LB LMcG AMENDED BASED ON NLC PLANNING COMMENTS
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