Site Boundary

Existing Westfield Substation

TKUP Transformers -
Maximium Height 14m

Transformers for Customer
Connections - Maximium
Height 14m
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GIS Control Building -
Maximum Height 17m

Busbars, Gantry Scructures
and Other Infrastructure -
Maximum Height 14m

Landscape Bunds -
Maximum Height 2m

Perimeter Security Fence -
Inner Height 3m; Outer
Height 2m

Access Road

Access Junction Verges

Temporary Construction
Compound

Exterior lighting is proposed on columns (maximum of
6m high but with a standard height of 4m), and there
will also be approximately 20 CCTV columns along the
perimeter security fence line and within the substation
compound itself at a height of 6.5m above ground level.
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Figure 3.5: Maximum Heights
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